APPROVED TYPE MAIN SHUTOFF
FULL PORT BALL VALVES ONLY 2" AND UNDER
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NOTE: TEST COCK MAY OR MAY NOT BE REQUIRED DEPENDING ON TYPE OF METER.
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WATER METER COUPLING SEPARATION TABLE

WATER COUPLING SEPARATION —
METER (FEMALE PIPE THREAD TO NOTE: BOXING IN METER AND BACKFLOW ASSEMBLY NOT ALLOWED.
SIZE FEMALE PIPE THREAD) MUST BE ACCESSIBLE AT ALL TIMES.
(INCHES) (INCHES)
5/8 12
3/4 13-5/8
1 16-1/4
1-1/2 22-1/4
2 26-1/4

HORIZONTAL INSTALLATION OF
REDUCED PRESSURE ZONE AND DOUBLE CHECK VALVE
BACKFLOW PREVENTION ASSEMBLY
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